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PURPOSE: To establish processes for standardizing fluorescent lighting in all State owned 
buildings maintained by the Department of Administration, DOA. 

AUTHORITY:    DOA has authority to maintain and provide capital improvements to the 
following facilities: 
Juneau:  3rd flr Capitol, Dimond Courthouse, Subport Building, AK State Museum, Governor’s 
House, Archives & Records Building, State Office Building, Alaska Office Building, Public 
Safety Building, Douglas Island Building, Community Building, Court Plaza Building, Fairbanks 
Regional Office Building and Atwood Building. 
 
POLICY:  This policy provides for the standardization of overhead fluorescent light fixtures in 
facilities identified above. 
 
PROCEDURE:    As part of energy conservation and the reduction of state utility expenses, the 
State of Alaska will be replacing bulbs and ballast with modern high efficiency equipment in 
various buildings maintained by DOA.  
In many areas an energy savings of up to 40% will be experienced while also improving light 
quality and maintaining overall light levels.  The new lighting will eliminate any perceptible 
flicker problems with the existing lights.  Also, the new lights will have excellent color rendering 
and spectral distribution characteristics. 
Currently, in many buildings the occupants have been providing and using "full spectrum" 
bulbs.  Full spectrum in the lighting industry is not scientific term but is primarily a marketing 
term. 
Effective immediately, DOA Facilities will be specifying and supplying all fluorescent light 
fixtures.  Occupants will no longer be permitted to provide and/or install bulbs such as full 
spectrum or any other type of fluorescent light bulbs. 
 
 
 
 
 
 

 


